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Use 18 - 14 AWG Copper in terminal blocks

— Tightening torque 6 Ib-in.
\o| / e CAUTION:

For continued protection, replace F1 with
fuse MDL-V .03125 mA 250 V Slo-Blo rating

A Note: Dot on CT toward line side.
(+) wires black
(=) wires white or yellow

B LA, B
0 N 3 Phase 4 Wire Wye
A 120/208 V or 277/480 V
ST
3 Phase 4 Wire Delta
N A g 120/208/240 Volt

N
For 3 Wire Delta and other configurations see installation manual



